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Thorium-plutoniummixed oxide (Th-MOX) fuel has become one of the most promising solutions to reduce a large and increasing
plutonium stockpile. Compared with traditional uranium-plutonium mixed oxide (U-MOX) fuels, Th-MOX fuel has higher
consumption rate of plutonium in LWRs. Besides, thorium based fuels have improved thermomechanical material properties
compared with traditional U-MOX fuels. Previous studies on a full Th-MOX core have shown reduced efficiency in reactivity
controlmechanisms, stronger reactivity feedback, and a significantly lower fraction of delayed neutrons comparedwith a traditional
uranium oxide (UOX) core. These problems complicate the implementation of a full Th-MOX core in a similar way as for a
traditional U-MOX core. In order to reduce and avoid some of these issues, the introduction of a lower fraction ofTh-MOX fuel in
the core is proposed. In this study, one-third of the assemblies areTh-MOX fuel, and the rest are traditional UOX fuel.The feasibility
study is based on the Swedish Ringhals-3 PWR.The results show that the core characteristics are more similar to a traditional UOX
core, and the fraction of delayed neutrons is within acceptable limits. Moreover, the damping of axial xenon oscillations induced
by control rod insertions is almost 5 times more effective for the 1/3 Th-MOX core compared with the standard core.
1. Introduction
Past decades of extensive utilization of LWRs have created
a significant amount of plutonium. This plutonium could be
either utilized in future fast reactor systems or stored in final
repository. In the latter case, U-MOX cycles have been used
to reduce the plutonium stockpile, but the uranium in U-
MOX fuels continuously generates new plutonium, making
plutonium incineration less efficient. Consequently, other
LWR-based methods have been proposed to decrease the
plutonium stockpile, like mixing plutonium with thorium or
other inert materials [1]. Many studies have shown that Th-
MOX fuels are very effective for plutonium incineration [2–
7]. Besides the high plutonium consumption, the Th-MOX
fuel material also has good thermomechanical properties,
such as low thermal expansion coefficient, low fission-gas
release, high thermal conductivity, and high melting temper-
ature [8].
Steady state analyses have shown feasibility to use Th-
MOX fuel in a full Th-MOX PWR core but would require
some modifications to the reactivity control systems, such as
types and quantities of control rods, and enriched boron (B-
10) dissolved in the reactor coolant [9, 10].This is because the
plutonium and thorium in Th-MOX contribute to a harder
neutron spectrum making all the reactivity control systems
less efficient. Thus, additional and more efficient neutron
absorbing materials are required. Additionally, the fraction
of delayed neutrons is lower in the Th-MOX fuel compared
with UOX fuel, because the main fissile isotopes Pu-239
and U-233 yield a lower fraction of delayed neutrons [11],
which implies that a full Th-MOX core is more difficult to
control during reactivity induced accidents. The reactivity
feedback parameters in the Th-MOX core are more negative
compared with the UOX core, making the current safety
analyses inadequate.
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Some of the disadvantages in full Th-MOX cores are
comparable to full U-MOX cores, such as reduced control
rod worth and boron worth. However, previous studies have
demonstrated that a core using 30–50%U-MOX fuel with the
rest being UOX fuel shows characteristics similar to those of
traditional UOX cores [12, 13].
Full Th-MOX PWR cores have challenges and are
demanding to implement. Therefore, in this study, a direct
comparison between standard UOX core and a 1/3 Th-MOX
core is made. Some of the key parameters are presented to
understand the difficulties and benefits of the 1/3 Th-MOX
core.
2. Models and Analysis Methods
The two cores compared in this study, a 1/3 Th-MOX core
and a UOX core referred to as standard core, have some
differences and similarities.The similarities are the Ringhals-
3 PWR model, fuel assembly geometries, and safety limit
constraints. The differences are cycle length, number of fuel
batches, fuel pellet compositions, boron concentration at
beginning of cycle (BOC), and number of control rods.
The standard and the 1/3 Th-MOX core have 12- and 15-
month cycle, respectively. The standard core has a 3-batch
reloading scheme, while the 1/3 Th-MOX core has a 2-batch
reloading scheme. The standard core uses natural boron in
the reactor coolant, while the 1/3 Th-MOX uses enriched
boron to increase the proportion of the neutron absorber B-
10.
2.1. Fuel Assemblies. This study involves four different kinds
of fuel assemblies: U, U-G, Th-MOX, and shielding assem-
blies. The shielding fuel assemblies are loaded closest to the
reactor pressure vessel in order to protect the belt-line weld
from the fast neutron flux [14]. The shielding fuel assemblies
contain three types of rods: steel rods and low enriched and
depleted uranium fuel rods. All the fuel assemblies have
the same mechanical structure and geometry, except for
the shielding assemblies in which 3 rows of fuel rods are
substituted with stainless steel rods. The fuel assemblies have
a 17 × 17 lattice with 264 fuel rods and 25 guide tubes. In
the U fuel assemblies, all the fuel rods have 4.4% enriched
uranium. The U-G fuel assembly also has 4.4% enriched
uranium in most of the fuel rods, but 12 of the fuel rods
contain gadoliniumwith 2.8% of enriched uranium, as shown
in Figure 1.The standard core uses U, U-G, and shielding fuel
assemblies, whereas the 1/3 Th-MOX core uses Th-MOX, U,
and U-G fuel assemblies.
The Th-MOX fuel assembly is specially designed to be
compatible with UOX fuel in the 1/3 Th-MOX core. For
similar power and discharge burnup, UOX fuels require
higher neutron flux compared with plutonium fuels. To
achieve an even power distribution for a Th-MOX fuel
assembly situated next to a UOX fuel assembly, additional
fuel pellet zones are needed in the Th-MOX fuel assembly,
as shown in Figure 2, which is similar to U-MOX fuel.
The plutonium isotope vector used in the Th-MOX fuel is
2% Pu-238, 53% Pu-239, 25% Pu-240, 15% Pu-241, and 5%
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Figure 1: Lower right quarter of the 17 × 17U-G fuel assembly. The
light blue color represents the 4.4% enriched uranium fuel rods.The
yellow color represents the 2.8% enriched uranium with 6% Gd
2
O
3
fuel rods. The dark blue color represents the guide tubes.
Pu-242. This plutonium isotope vector corresponds to light
water fuel with a discharge burnup around 42MWd/kgHM
if reprocessed immediately [15]. The burnable absorber (BA)
configuration used in Th-MOX fuel assembly is the integral
fuel burnable absorber (IFBA). The choice of IFBA in Th-
MOX instead of gadolinium is motivated by the consequence
of adding a third material to the fuel pellet composition,
which would complicate the prediction of the thermal and
mechanical properties.
2.2. Cores. The model used for simulation is the Swedish
Ringhals-3 PWR with a 3-loop Westinghouse design pro-
ducing 3135 MWth with 157 fuel assemblies. The standard
core used in the simulation operates in a 12-month cycle,
and each batch of the three-batch loading scheme consists
of 48 fuel assemblies (20 U and 28 U-G fuel assemblies),
as shown in Figure 3. There are 12 additional shielding fuel
assemblies near the pressure vessel wall. The 1/3 Th-MOX
core operates in a 15-month cycle and uses U, U-G, and Th-
MOX fuel assemblies, as shown in Figure 4.The core loading
scheme alters between 80 and 76 new fuel assemblies for
each batch, because of the quarter symmetry. Both cores
have a low leakage loading pattern in order to achieve the
highest possible discharge burnup of the fuel assemblies.
The simulated cores have reached equilibrium conditions by
reloading with the same quantities, type of fuel assemblies
(FAs), and loading pattern for 7 cycles.
The 1/3 Th-MOX core requires enriched boron (30% B-
10) in the reactor coolant, while natural boron (19.8% B-10)
is used in the standard core. Moreover, the standard core has
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Figure 2: Lower right quarter of the 17×17Th-MOX fuel assembly.
The dark red color, light red color, yellow color, and green color
represent the fuel rods that have 2.3%, 4.6%, 6.8%, and 10.2%
plutonium, respectively. The dark blue color represents the guide
tubes.
48 control rods and 1/3 Th-MOX core requires additional 4
control rods.
2.3. Analysis Methods. The tools used in this study are
CASMO-4E with the JEFF2.2 library, CMS Link, XIMAGE,
SIMULATE-3, and SIMULATE-3K [16, 17]. CASMO-4E is
a two dimensional lattice code used to generate cross-
section data. CMS Link was used to convert the data from
CASMO-4E into XIMAGE, SIMULATE-3, and SIMULATE-
3K format. XIMAGE was used to optimize the core loading
pattern. SIMULATE-3 and SIMULATE-3K are three dimen-
sional nodal codes for steady state and transient simulations,
respectively. The methodology of the analyses and the limits
set in this study are based on a reload safety evaluation,
licensed by the US NRC in the topical report WCAP-92724
[18].
3. Results
3.1. Infinite Multiplication Factor in Fuel Assemblies. In
Figure 5, the infinite multiplication factor (𝑘inf ) as function
of burnup is shown for the U-G andTh-MOX fuel assembly.
As shown in the figure, the U-G fuel has higher 𝑘inf at
beginning of life compared with the Th-MOX fuel assembly,
because of the higher absorption cross-section of the fertile
isotope Th-232 in the Th-MOX fuel assembly. However, the
higher absorption cross-section causes higher production of
the fissile isotope U-233, which gives a positive contribution
to the 𝑘inf . Consequently, the decrease of 𝑘inf in theTh-MOX
fuel assembly is comparatively slow.
Cycle 1, U-G FA
Cycle 1, U FA
Cycle 3, FA
Shielding, FA
Cycle 2, FA
Figure 3: The figure shows the lower right corner of the standard
core loading pattern.
Cycle 1, U FA
Cycle 1, U-G FA
Cycle 1, Th-MOX FA
Cycle 2, U-G and U FA
Cycle 2, Th-MOX FA
Cycle 3, FA
Figure 4: The figure shows the lower right corner of the Th-MOX
core loading pattern.
The two fuel assemblies are using different kinds of BAs.
The U-G fuel assembly is using gadolinium which suppresses
𝑘inf from beginning of life to 15GWd/MT. The strong sup-
pression is caused by high efficiency in reducing the neutron
flux around the absorber. After the complete depletion of
gadolinium around 15GWd/MT, 𝑘inf decreases faster. The
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Figure 5: The 𝑘inf in the Th-MOX and U-G fuel assembly.
Th-MOX fuel assembly is using IFBA to reduce 𝑘inf at the
beginning of life, which is depleted around 30GWd/MT,
causing a comparatively slow reduction of 𝑘inf during this
burnup interval.
3.2. Power Distribution. The results of the core power distri-
bution calculations are divided into three parts: 2D horizon-
tal, 1D axial, and 3D local peak power. In the 2D horizontal
plane, the pin peak power shows the highest pin power
normalized by the average pin power. In the 1D axial plane,
the axial offset (AO) shows the power distribution between
the top and bottom halves of the core. Finally, the 3D local
peak power shows the highest local power normalized by the
average local power.
The pin peak power is within the limits for both cores.
The 1/3 Th-MOX core has a slightly higher pin peak power
compared with the standard core at BOC, as shown in
Figure 6. The reason is the mixture between plutonium and
uranium fuel assemblies as mentioned above. The shift of
pin peak power in the horizontal plane during the cycle is
mostly caused by the burnup rate in each fuel region and the
depletion of the BA. The BA is required to reduce the boron
concentration and lower the pin peak power.
The description of the 1D axial power distribution is
presented as AO. The definition of AO is given by
AO =
𝑃top − 𝑃bottom
𝑃top + 𝑃bottom
, (1)
where 𝑃top and 𝑃bottom are the average power at the top and
bottom halves of the core, respectively.
TheAO in both cores is well within the−15% to 15% range.
The AO in the 1/3Th-MOX core is closer to zero during most
of the cycle comparedwith the standard core, concluding that
the 1/3 Th-MOX core has a more even power distribution in
the axial plane. The standard core has a positive AO at BOC
but has a negative AO for a longer part of the cycle, as shown
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Figure 6:Thepin peak power as function of burnup for the standard
and 1/3 Th-MOX core.
in Figure 7. The 1/3 Th-MOX core has a negative AO until
the end of cycle (EOC). Both cores have positive AO at EOC,
where the power is adjusted to 90% of full power. It should be
noticed that the change at EOC is smaller in the 1/3Th-MOX
core, showing that the AO inTh-MOX core is less sensitive to
power changes, implying an improved core power stability,
both locally and globally.
The local peak power of both cores is within the limit
during the whole cycle. The 1/3 Th-MOX core has a slightly
higher local peak power compared with the standard core.
The standard core has a peak of local peak power at the
middle of cycle corresponding to the complete depletion of
gadolinium, while the 1/3Th-MOX core has its peak at BOC,
as shown in Figure 8.
The results of the core power distribution calculations are
within the limits and show no significant differences between
the standard and 1/3 Th-MOX cores.
3.3. The Damping of Axial Xenon Oscillations. Xenon oscil-
lations appear as the xenon concentration, the iodine con-
centration, and the neutron flux are out of phase in two or
more regions in the core. The most dominant oscillation for
PWRs is the axial xenon oscillation and it has period from
15 to 30 hours. The core power axial stability is dependent
on various parameters such as core size, power level, fuel
composition, control rod positions, boron concentration, and
reactivity feedback.
The simulation method used to analyze axial xenon
oscillations is by simulating insertion of all control rods 53 cm
into the core for 6 minutes and then withdrawing them back
to normal positions. These maneuvers will reduce the power
at the upper part of the core, while the total power will remain
unaffected, and the xenon oscillation will start to appear.
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Table 1: Boron worth, shutdown margin, and max rod worth.
Parameter Limit Standard core 1/3 Th-MOX core
Min boron worth (pcm/ppm) ≥ −15 −7.96 −9.94
Max boron worth (pcm/ppm) ≤ −5 −5.99 −6.65
Min SDM (pcm) 2000 2453 3243
Max rod worth (pcm) — 6433 7243
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Figure 7:The axial offset as function of burnup for the standard and
1/3 Th-MOX core.
In Figure 9, more efficient damping and earlier stabilized
AO are found in the 1/3 Th-MOX core compared with the
standard core.The decay ratio calculated from the ratio of the
amplitude peaks is 0.43 and 0.09 for the standard and 1/3Th-
MOX core, respectively. The improved decay ratio is mostly
contributed by the thorium and plutonium. The presence of
these isotopes will harden the neutron spectrum and improve
the power stability. This demonstrates that the Th-MOX fuel
has a high impact on improving the stability of the core, which
couldmake it possible to be used for load-following purposes.
3.4. Boron Concentration and Control Rods. The dissolved
boron in 1/3 Th-MOX core has 50% higher enrichment of
B-10 compared with the standard core. Without the higher
enrichment, the boron concentration in the moderator will
exceed the practical operation limit.The boron concentration
in the 1/3 Th-MOX core is lower at BOC compared with
the standard core, although the B-10 concentration is higher.
Since the 1/3 Th-MOX has a longer cycle, the boron concen-
tration will decrease slower compared with the standard core,
as shown in Figure 10.
In Table 1, the maximum and minimum boron worth
are shown and are within the limits for both cores. Without
the B-10 enrichment, the 1/3 Th-MOX core will exceed
the maximum allowed boron concentration. However, the
maximumboronworth and the boron concentration indicate
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Figure 8: The local peak power as function of burnup for the
standard and 1/3 Th-MOX core.
that it is possible to decrease the enrichment of B-10, but not
to levels as low as natural boron.
The shutdown margin (SDM) is the margin to criticality
when all control rods except for the control rod with the
highest rod worth are inserted into the core. The SDM in the
1/3Th-MOXcore shows a larger safetymargin comparedwith
the standard core since 4 additional control rods are used in
the 1/3 Th-MOX core, as shown in Table 1. Without the extra
control rods, the SDM in 1/3 Th-MOX core would fall short
of the safety limit.
3.5. Reactivity Feedback. The moderator temperature coeffi-
cient (MTC) of reactivity is highest at BOC. In Ringhals-3,
the MTC is not required to be negative. The highest MTC
is at BOC hot zero power (HZP) with all rods out (ARO).
The standard core MTC is negative at BOC but positive in
the 1/3 Th-MOX core, mainly because of the high amount of
B-10 in the reactor coolant. The boron concentration could
be decreased by increasing BAs in the fuel. The moderator
density coefficient (MDC) is lowest at EOC, and both of the
cores are well within the limit.
The isothermal temperature coefficient (ITC) of reactivity
is a combination between theMTC andDoppler temperature
coefficient (DTC) of reactivity as the temperature is equally
perturbed in the fuel and moderator. The ITC is highest at
BOC and must be negative during the whole cycle. The 1/3
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Figure 9:TheAOoscillation as function of time in the standard and
1/3 Th-MOX core.
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Figure 10: The boron concentration as function of burnup in both
of the cores.
Th-MOX core has less margins to the ITC limit compared
with the standard core because of the high MTC, as shown
in Table 2.
InTable 3, it is shown that the 1/3Th-MOXhas lowerDTC
and Doppler power coefficient (DPC) of reactivity compared
with the standard core.The lowerDTCandDPC in the 1/3Th-
MOX are consistent with other thorium based PWR cores [9,
10].TheminimumDTC and theminimumDPC at 0% power
EOC have exceeded their limits by a small amount. However,
the core should be safe to operate in spite of these marginally
exceeded limits because of the existing large margins within
current safety analyses.
3.6. Fraction of Delayed Neutrons. The fraction of delayed
neutrons is important for the understanding of the core’s
time-dependent behavior caused by reactivity perturbations.
The fissile isotope U-235 has a significantly larger yield of
delayed neutrons comparedwith other fissile isotopes, such as
U-233 and Pu-239. By using a lower amount ofTh-MOX fuel
assemblies in the 1/3 Th-MOX core, the fraction of delayed
neutrons will be comparatively higher than that for a full
Th-MOX core. The 1/3 Th-MOX core has a lower fraction of
delayed neutrons comparedwith a standard core but is within
the limits for the system, as shown in Table 4.
3.7. Plutonium Consumption. As previously mentioned, sev-
eral studies show that Th-MOX fuels are effective for pluto-
nium incineration. For the particular case of the analyzed 1/3
Th-MOXcore, a comparison is donewith the case of a fullTh-
MOXcore and a normalUOX core.The calculated plutonium
consumption rates in terms of kg/TWhe for these cores are
also compared with the literature data for a 30%U-MOX core
and a full U-MOX core.
The UOX core produces 273.8 kg plutonium per reactor-
year, while the 1/3Th-MOX and fullTh-MOX cores consume
148.4 kg and 1064.8 kg plutonium per reactor-year, respec-
tively. Pu-239 is the most dominant isotope in the plutonium
vector and has the highest production and consumption rate
in the cores, as shown in Table 5. In the UOX core, Pu-239
represents half of the plutonium produced. In the 1/3 Th-
MOX core, only Pu-239 and Pu-240 will be consumed; the
other plutonium isotopes have instead a net production. A
full Th-MOX core [9] has about 7 times higher plutonium
consumption rate compared with the 1/3 Th-MOX core.
Moreover, only the Pu-242 isotope has a net production
in the full Th-MOX core. The reason for the relatively low
incineration rate of plutonium in the 1/3 Th-MOX is that 2/3
of the core still uses UOX fuel and produces new plutonium.
In Table 6, comparison of the 1/3 Th-MOX core and the 30%
U-MOX core shows that the net consumption rates of pluto-
nium are 16 kg/TWhe and 1 kg/TWhe [1], respectively. This
demonstrates that plutonium incineration is more efficient in
Th-MOX cores compared with U-MOX cores.
3.8. The Fuel Assembly Isotopic Concentrations. In the 1/3
Th-MOX core, the Th-MOX fuel assembly discharge burnup
is between 40 and 50GWd/tHM. In Figure 11, the Th-232
content at the beginning of life (BOL) and 50GWd/tHM is 92
and 89.5 weight percentages of the heavy metals, respectively.
The consumption ofTh-232, which is converted intoU-233, is
about 2–2.5 weight percentages at current discharge burnup.
Themain fissile isotopes in theTh-MOX fuel assembly are
U-233, Pu-239, and Pu-241. There is no U-233 at BOL, but it
will increase to about 1.4 weight percentages at 50GWd/tHM,
as shown in Figure 12. The content of Pu-239 decreases
rapidly from 4.2 to 0.6 weight percentages, because there is
no production of Pu-239. Pu-240 constitutes about 2 and 1.3
weight percentages at BOL and 50GWd/tHM, respectively.
Pu-242 is the only plutonium isotope that increases with
burnup, as shown in Figure 13.
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Table 2: The reactivity feedback MTC, MDC, and ITC.
Parameter Limit Standard core 1/3 Th-MOX core
Max MTC (BOC HZP ARO) (pcm/∘C) — –1.37 1.8
Max MDC (EOC HFP ARI) (Δ𝑘/𝑘/g/cm3) ≤0.50 0.42 0.40
Max ITC (pcm/∘C) <0.0 –4.60 –1.68
Table 3: The reactivity feedback DTC and DPC.
Parameter Limit Standard core 1/3 Th-MOX core
Min DTC (pcm/∘C) ≥ −4.00 −3.73 −4.124 (violation)
Max DTC (pcm/∘C) ≤ −1.70 −2.11 −2.253
Min DPC (100% power) (pcm/%) ≥ −21.00 −15.91 −17.05
Max DPC (100% power) (pcm/%) ≤ −6.50 −10.17 −10.93
Min DPC (0% power) (pcm/%) −30.00 −28.21 −31.25 (violation)
Max DPC (0% power) (pcm/%) −10.00 −15.80 −15.71
Table 4: Fraction of delayed neutrons.
Parameter Limit Standard core 1/3 Th-MOX core
Max𝛽eff BOC (pcm) ≤720 645 560
Min𝛽eff EOC (pcm) ≥430 502 452
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Figure 11: The amount of Th-232 in theTh-MOX fuel assembly.
4. Discussion
Using Th-MOX fuel will alter the core characteristics, such
as a reduction of the control rod and boron worth. This is
due to the harder neutron spectrum caused by the presence
of plutonium and thorium. In order to compensate for this
effect, enrichment of B-10 from 19.8% to 30% in the dissolved
boron and an addition of 4 control rods for ensuring sufficient
SDM are required. These modifications are feasible and
straightforward. Instead of adding new control rods, it is
possible to change to more effective control rods, from silver-
indium-cadmium to boron carbide control rods.
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Figure 12:The amount of the fissile isotopes U-233, Pu-239, and Pu-
241 in theTh-MOX fuel assembly.
Themain differences after the necessarymodifications are
the reactivity feedback coefficients. The MTC is positive at
BOC, which is allowed for the Ringhals-3 core, and the ITC
is negative during the cycle and fulfills the ITC safety limit.
Moreover, it is possible to reduce the MTC by adding more
BAs.The two reactivity feedback coefficients, DTC and DPC,
are exceeding the transient-based limits and require new
evaluations in order to fully comply with the reactor safety
requirements. This would require new transient analysis
based on the 1/3 Th-MOX core reactivity feedback range.
However, with the large built-in safety margins in current
safety analyses for the reference UOX core and the small
changes of reactivity feedback parameters compared with a
UOX core, it is expected that a 1/3 Th-MOX core shows
acceptable results in full transient analyses.
The damping of axial xenon oscillations was shown to
be almost 5 times more efficient in the 1/3 Th-MOX core
8 Science and Technology of Nuclear Installations
Table 5: The plutonium consumption for UOX, 1/3 Th-MOX, and full Th-MOX core.
Pu-238 Pu-239 Pu-240 Pu-241 Pu-242 Total Pu
UOX core
BOC (kg) 4.5 273.9 82.0 52.0 14.4 426.8
EOC (kg) 11.2 413.2 141.9 92.2 32.3 690.8
Consumption per cycle (kg) −6.7 −139.3 −59.9 −40.2 −18.0 −264.1
Consumption per reactor-year (kg) −6.9 −144.4 −62.1 −41.6 −18.6 −273.8
Relative consumption per year (%) −153.9 −52.7 −75.7 −80.1 −129.8 −39.6
1/3 Th-MOX core
BOC (kg) 32.7 784.7 428.7 267.6 99.8 1613.6
EOC (kg) 34.8 575.4 409.4 272.2 135.1 1427.0
Consumption per cycle (kg) −2.1 209.3 19.3 −4.6 −35.3 186.7
Consumption per reactor-year (kg) −1.7 166.4 15.4 −3.6 −28.0 148.4
Relative consumption per year (%) −5.2 21.2 3.6 −1.4 −28.1 10.4
Full Th-MOX core
BOC (kg) 165.5 3019.3 1973.7 1216.3 496.2 6871.0
EOC (kg) 165.1 1812.4 1742.3 1106.2 554.7 5380.6
Consumption per cycle (kg) 0.5 1206.9 231.4 110.1 −58.6 1490.3
Consumption per reactor-year (kg) 0.3 862.4 165.3 78.7 −41.8 1064.8
Relative consumption per year (%) 0.2 28.6 8.4 6.5 −8.4 19.8
Table 6: The plutonium consumption rate.
Plutonium consumption rate
(kg/TWhe)
UOX core −30
1/3 Th-MOX core 16
Full Th-MOX core 116
30% U-MOX core [1] 1
Full U-MOX core [1] 62
comparedwith the standard core.This property could be very
useful for load-following purposes.
In a full Th-MOX core, the delayed neutron fraction
was substantially lower compared with a standard UOX core
[9], but the 1/3 Th-MOX core fulfills the required minimum
fraction of delayed neutrons.
The 1/3 Th-MOX core has a considerable plutonium
incineration, because theTh-MOX fuel has higher plutonium
incineration rate compared with the U-MOX fuel, whereas
in the 30% U-MOX core, there is almost no net plutonium
consumption. For the full MOX cores, we see that the fullTh-
MOX core has about 2 times higher plutonium incineration
rate compared with full U-MOX core.
For the further handling of the spent Th-MOX fuel,
one possibility is reprocessing. The THOREX process was
developed at Oak Ridge National Laboratory in the USA
and has been further developed at Bhabha Atomic Research
Center in India; see, for example, [19]. Due to the relative
immaturity and the low solubility of ThO
2
, the results are
not as good as those for the PUREX process. However, a few
alternative approaches exist [20, 21]. The plutonium in spent
Th-MOX fuel has a very low fissile content and is thus very
unattractive for weapons usage, which is a benefit from a
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Figure 13: The amount of Pu-238, Pu-240, and Pu-242 in the Th-
MOX fuel assembly.
proliferation point of view. However, it puts no limits to its
use as a fuel for the fast reactors which may be deployed in
the future.The situation is similar for the produced uranium.
The U-233 is very attractive as a fuel for future reactors
such as the thorium fuelled molten salt reactor [22], but the
high fraction of U-232 accompanying the U-233 makes the
material difficult to handle for manufacture of nuclear fuel
and weapons alike.
When stored (permanently or temporarily), the beneficial
chemical properties of theThO
2
matrix (lower solubility and
lower fission product migration rates) seem to indicate that
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Th-MOX fuel would constitute a smaller risk than uranium
based fuels [21].
In addition to the differences investigated and discussed
in this paper, there are numerous differences between Th-
MOX, U-MOX, and UOX fuels related to mining and pro-
cessing of the rawmaterials and fuel manufacture.The supply
of thorium is vastly greater than that of uranium in the Earth’s
crust [21], and large stockpiles are already available above
ground [23]. The manufacture route of Th-MOX is expected
to be similar to that of U-MOX. However, the technology is
still immature, which indicates higher manufacturing costs
initially.
5. Conclusions
The safety aspects of introducing Th-MOX fuel in PWRs
have been demonstrated for both a full Th-MOX core [9, 10]
and a core containing 1/3 Th-MOX fuel in combination with
ordinary UOX fuel. It has been shown that the basic safety
limits are contained in both cases, but the lower amount of
plutonium loaded in the 1/3 Th-MOX core compared with
a full Th-MOX core will result in a lower consumption rate
of plutonium. However, the lower requirements of control
rods and enriched boron, higher fraction of delayed neutrons,
reactivity feedback more similar to that of a UOX core, and
higher plutonium incineration compared with 30% U-MOX
core make the implementation of the 1/3Th-MOX core more
attractive for initiating plutonium incineration in currently
operating commercial LWRs. Additionally, the damping of
axial xenon oscillations is more effective for the 1/3 Th-MOX
core compared with the standard core. The strategy of using
1/3 Th-MOX leads to a cheaper and easier way to start using
Th-MOX fuel assemblies in the near future for reducing the
plutonium stockpile.
Nomenclature
AO: Axial offset
ARO: All rods out
BA: Burnable absorber
BOC: Beginning of cycle
BOL: Beginning of life
DPC: Doppler power coefficient of reactivity
DTC: Doppler temperature coefficient of reactivity
EOC: End of cycle
FA: Fuel assembly
HZP: Hot zero power
IFBA: Integral fuel burnable absorber
ITC: Isothermal temperature coefficient of reactivity
𝑘inf : Infinite multiplication factor
MDC: Moderator density coefficient
MTC: Moderator temperature coefficient of reactivity
SDM: Shutdown margin
Th-MOX: Thorium-plutonium mixed oxide
U-MOX: Uranium-plutonium mixed oxide
UOX: Uranium oxide.
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